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REFRIGERANT SYSTEM INFORMATION
410A (R-32/125 (50/50)
50 LB CHARGE
MAX ALLOWABLE QUANTITY =

26 LB/1,000FT3 PER TABLE 1102.2 CMC

REFRIGERANT PIPING TO OTHER ROOMS

2 REFRIGERANT PIPING ENCLOSED INAN
APPROVED GASTIGHT. FIRE-RESISTIVE DUCT OR
SHAFT

3’ ENCLOSURE NOT REQUIRED BETWEEN TOP
FLOOR AND A MACHINERY PENTHOUSE OR ROOF

— INSTALLATION
/4 SHALL BE NOT LESS THAN 7.25 UNLESS THE PIPING

IS AGAINST THE CEILING

‘5 ENCLOSURE NOT REQUIRED FOR UNOCCUPIED
SPACES.

/

LOBBY
VOLUME = (10 x 20 x 10) 2,000FT3
LB/i 000FT3 = 5OLB / (2,000FT3/i000) = 25 LB/1,000FT3

OFFICE I AND OFFICE 2
VOLUME = 10 x 10 x 10 = i,000FT3
LB/i .000FT3 = 5OLB / (1000FT3/1000) = 50 LB/i ,000FT3

Figure 1: Refrigerant Pipe Enclosure Multi-Level Example

Carlos Clayton
Chief Mechanical Inspector
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