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Based on the LACMC

SOLID FUEL USED FOR FLAVORING

Section 517.3.1.1 requires that solid fuel used for flavoring within a gas-operated appliance be in
a solid fuel holder (smoker box) that is listed with the equipment. It also requires that before
adding the smoke box to an existing listed appliance, the fire extinguishing system must be
evaluated. In most cases, a nozzle is added above the Smoke Box
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